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LEGEND
RICHMOND COUNTY, GEORGIA —
PURPOSE : G.M.D 123 ——— INSTALL CONDUCTOR
REBUILD TWO EXISTING 115kV LINES AS P X INSTALL STRUCTURE
ONE NEW 115kV LINE AND ONE NEW 230kV LINE o RETIRE CONDUCTOR
DESIGN CONDITIONS: RETIRE STRUCTURE
O/A‘-“Eﬁ NESC MEDIUM, 100 MPH EXTREME WIND,
« | GRADE "B" CONSTRUCTION.
S
~N
& & NOTE:
STR. #44 5 R THIS IS THE MODIFICATION OF AN EXISTING STR. #45
< > CROSSING. INSTALL: 165" AGH STEEL POLE,
>/ § DOUBLE STRING DEAD END PER BT-451.1
V@‘”/ %S , N:  1248775.136
N4 E: 733185.0
"}” SOUTH AUGUSTA - GRANITEVILLE (SCE&G) 230kV T/L LAT: 33.4328122°
’ INSTALL: (6) 1351 54/19 ACSR MARTIN 230kV 2/ § LNG: 81.9142031°
(1) 0.555" OPGW < S =
STR. #44 & glzu 3
INSTALL: 165' AGH STEEL POLE, £ 3"3 z
DOUBLE STRING DEAD END PER BT-451.1 SAND BAR FERRY - GRANITEVILLE (SCE&G) 115kV T/L g4 gw © 25' STATE (SC) BUFFER
N:  1249401.24 INSTALL: (3) 1351 54/19 ACSR MARTIN 115kV 'g/’:f hy
E:  732211.32 (1) 0.555" OPGH & 56 3
LAT: 33.4345394° w z;/é &
LNG: 81.9173900° £ £ L
1
25' STATE (GA) BUFFER—\ = </ S o w2
K REMOVE:  150' STEEL TOWER
/ 5 DOUBLE CIRCUIT DEAD END
EDGE OF EXISTING o
GPC R.0.W. f
) 211" 215" )l/
g >
8 211" )
N - /I XN v
I;\ / 247" & _
[ ~ o
@ o
EDGE OF EXISTING B o A m
GPC R.0.W. > =1
STR. #44 J< =
INSTALL: 165' AGH STEEL POLE, @ =
DOUBLE STRING DEAD END PER BT-451.1 &
N:  1249392.968
E: 732127.512
LAT: 33.4345174° FENWICK STREET - SOUTH AUGUSTA (BLACK) 115kV T/L STR. #45
LNG: 81.9176647° REMOVE:  (3) 477 26/7 ACSR HAWK 115kV INSTALL: 165' AGH STEEL POLE,
(1) 0.555" OPGW DOUBLE STRING DEAD END PER BT-451.1
(1) 0.600" ADSS N:  1248733.252
STR. #o E: 733158.978
. LAT: 33.4326975°
REMOVE:  150' STEEL TOWER :(E)%CEJ?.UGUSTA-ELANCO 115kV T/L e o ae
DOUBLE CIRCUIT DEAD END :  (3) 477 26/7 ACSR HAWK 115KV
(1) 5/16" STEEL OHGW EEVISION- 00
i _[_mevisrow: ¢ GEORGIA POWER COMPANY
CHECK: DMR FACILITY NAME: FACILITY #:
APPR: SNA/JAF SOUTH AUGUSTA - GRANITEVILLE 230kV 12-649
DATE: 172019 TITLE: SAVANNAH RIVER CROSSING DRAWING
SCALE: 1"=100" REBUILD 5.27 MILES WITH NEW 230kV LINE 12-649-B2
SUPER: TYPE: CROSSING PLAN |SH. 001 OF 002 SHEETS
ASSOCIATED FACS:
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